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October 2, 2026 

 

To All Bidders: 

 

Subject:   Bid No. 8819-M7 – Sprinkler & Fire Alarm Modifications – Union Station / 

WRA 

 

ADDENDUM NO. 2 

To Whom It May Concern: 

 

With reference to our bid request relative to the above subject, please refer to the 

changes/modifications/clarifications to the original proposal request. 

 

General Bid Clarification: 

 

• The Filed Sub Bid Opening Date has been moved to Wednesday, October 14, 2026. 

Time remains at 10:00am local time. 

 

• The General Bid Opening Date has been moved to Wednesday, October 28, 2026. 

Time remains at 10:00am local time. 

• Part 2 of this addendum indicates revisions to the Project Manual. 

• Part 3 of this addendum indicates revisions to the Drawings. 

 

• Part 4 of this addendum indicates clarification to Contractors Questions. 
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PART 2 - SPECIFICATION 

SECTION 283100, REVISE as follows: 

 

A. Paragraph 1.8., DELETE sub-paragraph B. 

 

B. Paragraph 2.3, ADD sub-paragraph F to read: Beam Detector: Addressable, self-

aligning, infra-red photoelectric transmitter and receiver complete with controller 

and prism reflector. 

 

C. Paragraph 2.7, REVISE title to read: Remote Command Center. 

 

D. Paragraph 2.7, REVISE paragraph A to read: Remote command center shall be a 

panel mounted LCD annunciator with 2 line x 40 character LCD display complete 

with three speaker channels, remote microphone module, battery backup, and 

fiber network connection. 

 

E. DELETE Paragraph 2.8 and associated sub-paragraphs. 

 

F. In Paragraph 2.9.B., REVISE the battery capacity from 60 hours of normal and 

supervisory mode operation to 24 hours of normal and supervisory mode 

operation. 

 

G. In Paragraph 2.11., ADD paragraph B to read: Fiber optic cable shall be multi-

mode, 50/125µm, OFNP cable. 

PART 3 - DRAWINGS  

 

Drawing T1, Replace the “List of Drawing” in the margin, with the list appearing in the revised 

Section 00 01 15, SHEET INDEX, attached to this addendum. 

 

Drawing FA001, Fire Alarm Legend and Notes, Revise symbol description from "Remote Test 

Station" to "Remote Alarm Indicator Station". 

 

Drawing FAD101, Electrical Fire Alarm Partial Basement Demolition Plan, Revise as follows: 

 

H. ADD control relays in Rooms 001D and 001C. 

I. REVISE symbols from Addressable Monitor Module to Control Relay in Rooms 

001, 005B, 008B, and 011B. 

 

Drawing FAD103, Electrical Fire Alarm First Floor Demolition Plan, ADD demolition of 

addressable monitor modules with address points M1-90 and M1-100 that monitor 

conventional devices. 
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Drawing FAD104, Electrical Fire Alarm First Floor Demolition Plan, Revise as follows: 

 

J. ADD smoke detectors to be removed and replace in the area of the fire alarm 

control panel. 

K. REVISE symbols from Addressable Monitor Module to Control Relay for NAC 

panel next to fire alarm control panel. 

 

Drawing FAD105, Electrical Fire Alarm Second Floor Demolition Plan, Revise as follows: 

 

L. ADD two addressable monitor modules to be removed and replaced 

M. REVISE symbols from Addressable Monitor Module to Control Relay in four 

rooms. 

N. REVISE drawing scale. 

 

Drawing FA101, Electrical Fire Alarm Partial Basement New Work Plan, Revise as follows: 

 

O. ADD control relays in Rooms 001D and 001C. 

P. REVISE symbols from Addressable Monitor Module to Control Relay in Rooms 

001, 005B, 008B, and 011B. 

 

Drawing FA102, Electrical Fire Alarm Partial Basement and Bus Terminal New Work Plan, 

ADD fire alarm transponder next to the existing fire alarm auxiliary panel to contain 

power supplies and amplifiers to support the new audio and visual notification devices 

plus 20% spare capacity. 

 

Drawing FA003, Electrical Fire Alarm First Floor New Work Plan, REVISE Keyed Note #2 for 

the Remote Command Center (previously labeled as Network Display Unit). The Remote 

Command Center shall be mounted flush to the wall. 

 

Drawing FA004, Electrical Fire Alarm First Floor New Work Plan, ADD smoke detectors to be 

removed and replace in the area of the fire alarm control panel. 

 

Drawing FA005, Electrical Fire Alarm Second Floor New Work Plan, Revise as follows: 

 

Q. ADD three addressable monitor modules to be removed and replaced 

R. REVISE symbols from Addressable Monitor Module to Control Relay in four 

rooms. 

S. REVISE drawing scale. 
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Drawing FA401, Electrical Fire Alarm Second Floor New Work Plan, Revise as follows: 

 

T. ADD three addressable monitor modules to be removed and replaced 

U. REVISE symbols from Addressable Monitor Module to Control Relay (total of 

20). 

V. REVISE wiring for existing remote NAC panels. 

W. ADD Transponder power supply next to the existing fire alarm auxiliary panel. 

X. ADD description of fiber op-tic cable work. 

Y. REVISE circuit of all new devices, that do not replace existing, to the new 

transponder power supply. 

PART 4 - CONTRACTOR QUESTIONS 

 

Q:  What is the seismic design category?  

 

A:  Seismic Design Category B based on Risk Category III and assumed site class D.  

 

Q:  Can the existing hydrant flow test data be provided? 

 

A:  For the purposes of bidding, use the attached flow test.  A new flow test will be 

performed prior to the submission of Tier II documents. 

 

Q:  What is the liquidated damages amount? 

 

A:  Liquidated damages amount would be limited to direct tangible losses incurred by the 

overrun in construction completion, and not an arbitrary daily rate. 
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Q:  Can you confirm that all sprinkler zone control test and drain assemblies are intended to be 

tied into the new drain, if so, can it be shown where interior zones 7, 10, 11, 12, 13, and 

14 will be required to be tied into the new drain. From the plans it only shows zones 2, 3, 

4, 5, 6, 8, and 9 being tied into the new drain. 

 

A:  It is the intent that all zone control test drains be combined into a single drain header 

with discharge to outside with the exception of zone 7. 

 

• SP Riser 5 (for zone 7) is assumed to be piped to outside.  

• SP Riser 1 existing combination drain (for zones 10,12,13,14) is to be connected 

to the drain as indicated on FP100A outside Storage 006 

• SP Riser 4 (for zone 11) is to be connected to the drain at Janitor 113 

 

1997 ID Field Valve Tag Supply 

 1  -  Main 

 2  -  Bulk Main 

 3  -  Bulk Main 

 4  14  SP Riser 3 

 5  10  SP Riser 4 

 6  -  SP Riser 1 

 7  8  SP Riser 5 

 8  12  SP Riser 4 

 9  11  SP Riser 4 

 10  -  SP Riser 1 

 11  -   SP Riser 4 

 12  18  SP Riser 1 

 13  19  SP Riser 1 

 14  20  SP Riser 1 

 15  -  SP Riser 1 

 

Q:  Note 3 on drawing M101 states that the audio/visual alarm in the mechanical room is to be 

connected to the existing BMS system in the building.  Please confirm that the controls 

for this system shall be connected to the City-wide Alerton building management system. 

 

A:  Yes, controls are to be tied into the City-wide Alerton building management system. 

 

Q:  What are the locations where new fire alarm control sub-panels can be installed to support 

new devices being added for this project? 

 

A:  New transponder shall be located next to the existing Fire Alarm Auxiliary Panel near 

the bus terminal exit. 
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Q:  Are any updated annunciators required to have remote microphones and have same 

functionality as main panel interface? 

 

A:  No. The existing annunciator panels at the Harding Street exit and at the bus terminal 

exit shall be existing to remain.  The annunciator in the main lobby shall be a full 

function remote command center. 

 

Q:  Are there any modifications requested by the City of Worcester regarding sequence of 

operations? Present day this is setup as general alarm. The MBTA and Union Station. 

Any fire alarm from either location sends both buildings into alarm state? 

 

A:  No changes have been requested by the City of Worcester.  An alarm initiation in 

either MBTA space or in the Union Station shall alarm both panels.   

 

Q:  What days are acceptable to complete fire alarm testing for making noise throughout the 

building for extended periods of time? 

 

A:  Monday and Tuesday regular work hours and Wednesdays until 1pm depending on 

restaurant activities. 

 

Q:  Is there any spare capacity requirements that need to be met for this project for initiation and 

notification circuits? 

 

A:  The capacity of the new transponder panel in the basement shall allow for 20% spare 

capacity. 

  

Q:  Can the spare material pull stations be 4099-9006 Simplex pull stations instead of glass rod 

pull stations listed within the specifications? Existing sites do not have glass rod pull 

stations. 

 

A:  Yes. Revise the specified spare material to reflect the 4009-9006 Simplex Pull 

Station. 

 

Q:  Please confirm battery back up requirements. Specifications currently list 60 hours of back 

up 15 minutes in alarm. 

 

A:  Size the fire alarm battery for 24 hours of standby power and 15 minutes of alarm. 

 

Q:  Is a 12-month maintenance contract is required in the bid?  This is typically proposed directly 

to end users and not through construction. 

 

A:  The city currently maintains a service contract with JCI which will remain in place 

and be renewed between the City and JCI.  The requirement to include the maintenance 

contract as part of the project deliverable can be removed from the project scope. 
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Q:  Please confirm all beam detectors and beam accessory equipment is scheduled to be reused 

and that only the monitor zams for the beams detectors will be replaced for compatibility 

with ID net protocol. 

 

A:  The scope of the project shall include replacing the beam detectors.  

 

Q:  Please specify hours of operation for JCI to be on site for programming, testing, and panel 

modifications. 

 

A:   Monday and Tuesday regular work hours and Wednesdays until 1pm depending on 

restaurant activities. 

 

Q:  JCFP will need to be on site during the replacement of all smoke detectors that are labeled 

ARDET in the program because this requires a program change. Please confirm if JCFP 

is also required to be on site during all device change outs. 

 

A:  JCFP to be on site for all circumstances where programming needs to be modified. 

 

Q:  What is the plan for any wiring that needs to be fished into existing rusty conduit? Should we 

carry an allowance for replacing any conduit or wiring within? 

 

A:  Most of the existing wiring will be existing to remain.  New wiring shall be installed 

in new raceways. 

 

Q:  Is there a proposed pathway for the fiber cable between the FACP and the Network Display 

Unit? Directly underneath the room with the FACP is not open basement. 

 

A:  No specific pathway has been proposed.  For purposes of estimating pathways, a 

potential pathway shall include crossing the corridor to the janitor's closet between the 

two public restrooms and then drop down to the basement space to extend in the 

basement to below the network display unit and rise up at that location. 

 

Q:  Various access panels currently installed in the ceiling are known to be too small to work 

above. What is the plan for dealing with these being removed and replaced? 

 

A:  New raceway and wiring shall be run concealed. If replacing access panels with 

larger ones are anticipated to utilize any proposed pathways, that work should be 

accounted for.   

  

Q:  Is there a certain amount of down time every bidder should carry, considering required shut 

downs, elevator testing, etc? 

 

A:  The City cannot advise bidders how much time to carry to perform any aspect of the 

work. 
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Q:  There are many "RT" device (per legend: "Remote Test Station") notations throughout the 

FA and FAD drawings, which appear to be "remote alarm indicators." Please clarify. 

 

A:  Legend shall be revised for the symbol "RT" to read "Remote Alarm Indicator 

Station". 

 

Q:  Please confirm that drawings FA105 and FAD105 are wrongly scaled (1/32" = 1' ; should be 

3/32" = 1'). 

 

A:  The scale is a typographical error.  Drawing scale is 3/32"=1'-0". 

  

Q:  FA103: Key note 2 directs to FA501 Detail 6 (regarding fiber optic interconnection), which 

is missing from FA501. Please advise. 

 

A:  Revise the drawing reference to reference Drawing FA401. 

  

Q:  FA103/FA501: Please provide a Spec for the required fiber cable. 

 

A:   Fiber optic cable shall be 50/125µm multi-mode OFNP cable. 

Q: The sheet index (Sec 00 01 15) does not list any of the drawings that were issued in the 

construction documents. Of the issued drawings, only the Fire Protection sheets are 

referenced anywhere in the Spec. The Fire Alarm, Electrical, and Mechanical drawings 

are not referenced anywhere in spec. Are there architectural, structural, demo, and 

electrical drawings that were intended to be included in the bid documents? If so, please 

issue them. If not, please confirm this and issue a correct index identifying the drawings 

that make up the contracted work.  

A: Replace Section 00 01 15 with the revised section, attached to this addendum.  The 

drawing sheets included in the drawing set comprise all of the drawings for this project. 

Q: Section 28 31 00 Fire Alarm Systems is not designated as a filed sub bid section. Please 

confirm that the work of Section 28 31 00 is to be included in the Electrical Filed Sub Bid 

scope of work, and that it is not to be carried by the prime general bidder. 

A:  The work of Section 28 31 00 is to be carried as a sub-sub bid within the Electrical 

Filed Sub Bid. 
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Bidders are requested to acknowledge and/or include this addendum with submission. All other 

terms, conditions and specifications remain unchanged. 

 

 

 

Very truly yours, 

 

 

Stephen R. McDonald 

Assistant Purchasing Director 
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SPRINKLER AND FIRE ALARM MODIFICATIONS PHASE II UNION STATION 6/1/2026 
NAULT ARCHITECTS, INC. 

Sheet Index 
00 01 15 - 1 

SECTION 00 01 15 
 

 
T1 Cover Sheet 
 
E001 Electrical Legend And Notes 
EP101 Electrical Power Partial First Floor New Work Plan 
FA001 Fire Alarm Notes And Legends 
FA101 Electrical Fire Alarm Partial Basement New Work Plan 
FA102 Electrical Fire Alarm Partial Basement And Bus Terminal New Work Plan 
FA103 Electrical Fire Alarm First Floor New Work Plan 
FA104 Electrical Fire Alarm First Floor New Work Plan 
FA105 Electrical Fire Alarm Second Floor New Work Plan 
FA106 Electrical Fire Alarm Attic New Work Plan 
FA107 Electrical Fire Alarm Roof New Work Plan 
FA301 Fire Alarm I-O Matrix 
FA401 Fire Alarm Riser Diagram 
FA501 Fire Alarm Details 
FAD101 Electrical Fire Alarm Partial Basement Demolition Plan 
FAD102 Electrical Fire Alarm Partial Basement And Bus Terminal Demolition Plan 
FAD103 Electrical Fire Alarm First Floor Demolition Plan 
FAD104 Electrical Fire Alarm First Floor Demolition Plan 
FAD105 Electrical Fire Alarm Second Floor Demolition Plan 
FAD106 Electrical Fire Alarm Attic Demolition Plan 
FAD107 Electrical Fire Alarm Roof Demolition Plan 
FP001 Fire Protection Details 
FP002 Fire Protection Overall Zoning Plans For Reference Only 
FP100A Fire Protection Basement Part A Modifications 
FP100B  Fire Protection Basement Part B Modifications 
FP100C Fire Protection Basement Part C Modifications 
FP101A Fire Protection First Floor Part A Modifications 
FP101B Fire Protection First Floor Part B Modifications 
FP101C Fire Protection First Floor Part C Modifications 
M001 Mechanical Legend And Abbreviations 
M101 Mechanical Partial Basement New Work Plan 
M102 Mechanical First Floor New Work Plan 
M602 Mechanical Schedules 
MD101 Mechanical Partial Basement Demolition Plans 
MD102 Mechanical First Floor Demolition Plan 
 
 

END OF SECTION 
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FIRE ALARM SYMBOL LEGEND

FIRE ALARM

REFER TO ELECTRICAL SPECIFICATIONS DIVISION 28 FOR

MORE INFORMATION.

ABBREVIATIONS

A AMPERES

AFF ABOVE FINISHED  FLOOR

AFG ABOVE FINISHED GRADE

C CONDUIT

CB CIRCUIT BREAKER

CLG CEILING

BD BUS DUCTS

DN DOWN
DWG DRAWING

EAS ENVIRONMENTAL ALARM SYSTEM

EF EXHAUST FAN

ELEV ELEVATION

EXIST EXISTING

FA FIRE ALARM

FACP FIRE ALARM CONTROL PANEL

FG FINISHED GRADE

FOC FIBER OPTIC CABLE

FS FLOAT SWITCH

G GROUND

GEN GENERATOR

HH HAND HOLD

IDF INTERMEDIATE DISTRIBUTION FRAME

JBOX JUNCTION BOX

LP LIGHTING PANEL

MCB MAIN CIRCUIT BREAKER

MCC MOTOR CONTROL CENTER

MDF MAIN DISTRIBUTION FACILITY

MH MAN HOLE/MAGNETIC HOLD

MIN MINIMUM

MLO MAIN LUG ONLY

MOCP MAXIMUM OVERCURRENT PROTECTION

NACP NOTIFICATION APPLIANCE CONTROL PANEL

NIC NOT IN CONTRACT

ɸ PHASE

P POLE

PP POWER PANEL

PRI PRIMARY

SEC SECONDARY

SW SWITCH

TYP TYPICAL

UPS UNINTERRUPTIBLE POWER SUPPLY

V VOLTS

VFD VARIABLE FREQUENCY DRIVE

VSD VARIABLE SPEED DRIVE

W WIRE

WP WEATHERPROOF

WW WIREWAY

MANUAL FIRE PULL STATION

MASTER BOX

BELL

SPEAKER

STROBE LIGHT/SPEAKER

STROBE LIGHT/SPEAKER (LOW WATTAGE)

STROBE LIGHT/HORN

HORN

STROBE LIGHT-WALL MOUNTED

STROBE LIGHT-CEILING MOUNTED

MAGNETIC DOOR HOLDER

REMOTE ALARM INDICATOR STATION

STROBE LIGHT/CHIME

SMOKE DETECTOR, NO SUBSCRIPT:PHOTOELECTRIC,

SUBSCRIPTS: I=IONIZATION,

H=PHOTOELECTRIC W/135° HEAT DETECTION

S=PHOTOELECTRIC W/SOUNDER BASE

HEAT DETECTOR

CO DETECTOR

DUCT MOUNTED SMOKE DETECTOR

DUCT MOUNTED HEAT DETECTOR

SPRINKLER TAMPER SWITCH

SPRINKLER FLOW SWITCH

SPRINKLER PRESSURE SWITCH

FIRE ALARM CONTROL PANEL

FIRE ALARM VOICE PANEL

FIRE ALARM ANNUNCIATOR

FIRE ALARM CONTROL RELAY

ADDRESSABLE MODULE MONITOR

ISOLATION MODULE

KNOX BOX

F

F

B

MH

RT

S HH S II

H 95°95°H

D
S

D
H

TS

FS

PS

FACP

FAVP

FA

C
R

AMM

IM

KB

EXISTING WORK TO REMAIN

EXISTING WORK TO BE REMOVED ON

DEMOLITION DRAWINGS

NEW WORK ON PROPOSED DRAWINGS

S SS

M
FIRE ALARM

AUDIOVISUAL

DEVICES

MOUNT

60" A.F.F

3" LESS DOOR WIDTH

6" MAGNETIC

DOOR

HOLDER

ANNUNCIATOR

DISPLAY

4"

12"MAX.

HVAC

SUPPLY

DIFFUSER

3'

MINIMUM

BOTTOM OF STROBE NO LOWER THAN 80" AFF.

OR 6" BELOW CEILING WHICHEVER IS LOWER

6"

DOOR

WALL MOUNTED

SMOKE/HEAT

DETECTOR

CEILING MOUNTED

SMOKE/HEAT DETECTOR

4'-0"

(MAX TO

HANDLE)

TOP OF STROBE NO HIGHER THAN 96" AFF.

TYPICAL DEVICE MOUNTING HEIGHTS DETAIL
SCALE: NONE

NOTES:

1. ALL MOUNTING HEIGHTS SHALL BE MEASURED FROM

FINISHED FLOOR TO CENTERLINE OF DEVICE, EXCEPT FIRE

ALARM AUDIOVISUAL DEVICES AND EXIT SIGNS.

2. DEVICES SHALL BE INSTALLED ON A COMMON VERTICAL

CENTERLINE WHERE POSSIBLE.

3. ALL DEVICES SHALL BE INSTALLED AT MOUNTING HEIGHTS

INDICATED ON THIS DETAIL UNLESS NOTED OTHERWISE.

COORDINATE FINAL LOCATIONS OF ALL DEVICES WITH

MILLWORK AND ARCHITECTURAL DRAWINGS.

4. ARCHITECTURAL ELEVATIONS AND SECTIONS SHALL

SUPERSEDE THIS DETAIL WHEN IN CONFLICT.

5. MANUALLY OPERABLE DEVICES AND DEVICES HAVING

VISUAL DISPLAYS SHALL NOT BE INSTALLED LESS THAN 18

INCHES FROM AN INSIDE CORNER OF A WALL FOR

ACCESSIBILITY UNLESS OTHERWISE NOTED.

EXISTING/NEW WORK ABBREVIATIONS

er EXISTING TO REMAIN

n NEW DEVICE

nl NEW LOCATION OF NEW DEVICE TO REPLACE EXISTING

nn NEW DEVICE TO REPLACE EXISTING WITH NEW REQUIREMENTS

nr NEW DEVICE TO REPLACE EXISTING IN EXISTING LOCATION

re REMOVE EXISTING

rl REMOVE AND REPLACE EXISTING IN NEW LOCATION

rn REMOVE AND REPLACE EXISTING WITH NEW REQUIREMENTS
rr REMOVE AND REPLACE EXISTING IN EXISTING LOCATION

1

1 10/10/2026 ADDENDUM 1



S

S

S

S

S

S

TS

F

F

TS

TS

TS

TS

TS TS

PS

B

TSFS

D
S

D
S

RT

RT

RTRTRTRTRT

RT
S

S

S

S

SS

SS
S

S

S

S

S

S

S

S

S

S

TS

S

M1-2

M1-3

M1-4

M1-5

M1-6

M1-7

M1-9

M1-10 M1-13?

M1-12
M1-16

M1-14 M1-15

M1-102

M1-19M1-18

M1-22

M1-23

M1-27

M1-31

M1-28

M1-32

M1-34

M1-33

M1-35

M1-36

M1-37

M1-38

M1-40

M1-21

M1-45

M1-44

M1-47

M1-49

M1-50

M1-48

M1-52

M1-55

M1-58

M1-103

M1-104

M3-15

M3-14

S M1-11

M1-17

S M1-20

AMM

M1-101

M1-43 M1-24

TSFS

M1-26M1-25

D
S

M1-29

RT

M1-39

M1-46

D
S

M1-51

NOTE 1

rr

rr

rr

rr

re

rl

rr

rr

rr

rr

rr

rr

rr

rl

rr

rr rr

rr

rr

rr

rr

rr

rr

rr

re

rr

rr

rl

rr

rr

er

rr rr

rr rr

rr

rr rr

rr
er

er

er

er

er

er

er

er

er

re

re

er

rr

rr

rr

rr

rr

rr

rr

rrrr

rn

rn

rr

rr

rl

rr

rr

rr

rr

rr

rr

rr

rr

rr

rr

rr

rr

rr

rr

NOTE 1

NOTE 1

NOTE 1

NOTE 1

NOTE 2

NOTE 2

NOTE 3

NOTE 3

NOTE 3

NOTE 3

C
R

M1-1

C
R

M1-8

rr

rr

C
R

C
R

C
R

C
R

C
R

C
R

C
R

C
R

7 1   H O P E   A V E N U E

W O R C E S T E R ,   M A   0 1 6 0 3

T E L :   ( 5 0 8 ) 7 5 5 -6 1 3 4

F A X :   ( 5 0 8 )   7 5 4 - 4 6 6 1

N A U L T   A R C H I T E C T S ,   I N C .

GENERAL NOTES:

A. SEE DRAWING FA001 FOR LEGEND AND

ABBREVIATIONS.

B. UNLESS NOTED OTHERWISE, ALL DEVICES SHOWN

IN DEMOLISHED LINETYPE ARE TO BE

DISCONNECTED AND REMOVED FOR REPLACEMENT

WITH NEW EQUIVALENT DEVICE. EXISTING WIRING

AND ADDRESS POINTS TO BE RETAINED FOR NEW

DEVICE.

KEYED NOTES:

1. DISCONNECT AND REMOVE EXISTING DEVICE.

PROVIDE BLANK COVER PLATE AND RETAIN

EXISTING WIRING TO MAINTAIN CONTINUITY OF

EXISTING SYSTEM.

2. EXISTING FIRE ALARM STROBE TO BE

DISCONNECTED AND REMOVED FOR REPLACEMENT

WITH NEW SPEAKER/STROBE.  EXISTING WIRING TO

BE RETAINED.

3. EXISTING FIRE ALARM SPEAKER/STROBE TO BE

DISCONNECTED AND REMOVED FOR REPLACEMENT

WITH NEW SPEAKER/STROBE AT NEW LOCATION.

EXISTING WIRING TO BE RETAINED AND EXTENDED

FOR NEW SPEAKER/STROBE AND LOCATION.

SEE DRAWING FAD104 FOR CONTINUATION
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GENERAL NOTES:

A. SEE DRAWING FA001 FOR LEGEND AND

ABBREVIATIONS.

B. UNLESS NOTED OTHERWISE, ALL DEVICES SHOWN

IN DEMOLISHED LINETYPE ARE TO BE

DISCONNECTED AND REMOVED FOR REPLACEMENT

WITH NEW EQUIVALENT DEVICE. EXISTING WIRING

AND ADDRESS POINTS TO BE RETAINED FOR NEW

DEVICE.

KEYED NOTES:

1. DISCONNECT AND REMOVE EXISTING DEVICE.

PROVIDE BLANK COVER PLATE AND RETAIN

EXISTING WIRING TO MAINTAIN CONTINUITY OF

EXISTING SYSTEM.
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GENERAL NOTES:

A. SEE DRAWING FA001 FOR LEGEND AND

ABBREVIATIONS.

B. UNLESS NOTED OTHERWISE, ALL DEVICES SHOWN

IN DEMOLISHED LINETYPE ARE TO BE

DISCONNECTED AND REMOVED FOR REPLACEMENT

WITH NEW EQUIVALENT DEVICE. EXISTING WIRING

AND ADDRESS POINTS TO BE RETAINED FOR NEW

DEVICE.

KEYED NOTES:

1. DISCONNECT AND REMOVE EXISTING DEVICE.

PROVIDE BLANK COVER PLATE AND RETAIN

EXISTING WIRING TO MAINTAIN CONTINUITY OF

EXISTING SYSTEM.
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GENERAL NOTES:

A. SEE DRAWING FA001 FOR LEGEND AND

ABBREVIATIONS.

B. UNLESS NOTED OTHERWISE, ALL DEVICES SHOWN

IN DEMOLISHED LINETYPE ARE TO BE

DISCONNECTED AND REMOVED FOR REPLACEMENT

WITH NEW EQUIVALENT DEVICE. EXISTING WIRING

AND ADDRESS POINTS TO BE RETAINED FOR NEW

DEVICE.

KEYED NOTES:

1. DISCONNECT AND REMOVE EXISTING DEVICE.

PROVIDE BLANK COVER PLATE AND RETAIN

EXISTING WIRING TO MAINTAIN CONTINUITY OF

EXISTING SYSTEM.

2. EXISTING FIRE ALARM STROBE TO BE

DISCONNECTED AND REMOVED FOR REPLACEMENT

WITH NEW SPEAKER/STROBE.  EXISTING WIRING TO

BE RETAINED.

3. EXISTING BEAM DETECTORS TO REMAIN IN SAME

LOCATION. REPLACE DETECTOR MODULE THAT

MONITORS ALL BEAM DETECTORS ALONG THIS

WALL.

4. EXISTING RADIO MASTER BOX TO REMAIN.

DISCONNECT, REMOVE AND RELOCATE EXISTING

ANTENNA. REMOVE EXISTING ANTENNA WIRING

AND GROUND.

SEE THIS DRAWING FOR CONTINUATION
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GENERAL NOTES:

A. SEE DRAWING E001 FOR LEGEND AND

ABBREVIATIONS.

B. UNLESS NOTED OTHERWISE, NEW DEVICES SHALL

REPLACE EXISTING DEVICES IN SAME LOCATION.

EXISTING WIRING, ADDRESS POINTS, AND

PROGRAMMING SEQUENCES TO BE RETAINED.

KEYED NOTES:

1. PROVIDE NEW DEVICE AS SHOWN TO IMPROVE

AUDIO AND VISUAL ALARM NOTIFICATION.

2. NEW FIRE ALARM SPEAKER/STROBE TO REPLACE

EXISTING STROBE-ONLY DEVICE.  EXISTING

STROBE WIRING AND PROGRAMMING SEQUENCE

TO BE RETAINED. PROVIDE NEW SPEAKER WIRING.

3. NEW FIRE ALARM SPEAKER OR SPEAKER/STROBE

AT NEW LOCATION.  PROVIDE NEW SPEAKER AND

STROBE WIRING.

4. NOTED NEW SPEAKER/STROBE SHALL BE

LOW-WATTAGE TYPE.

5. PROVIDE NEW SMOKE DETECTOR AND WIRING AT

NEW LOCATION. ADDRESS TO BE DETERMINED IN

THE FIELD DURING CONSTRUCTION.

SEE DRAWING FA104 FOR CONTINUATION
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GENERAL NOTES:

A. SEE DRAWING E001 FOR LEGEND AND

ABBREVIATIONS.

B. UNLESS NOTED OTHERWISE, NEW DEVICES SHALL

REPLACE EXISTING DEVICES IN SAME LOCATION.

EXISTING WIRING, ADDRESS POINTS, AND

PROGRAMMING SEQUENCES TO BE RETAINED.
SEE THIS DRAWING FOR CONTINUATION
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GENERAL NOTES:

A. SEE DRAWING E001 FOR LEGEND AND

ABBREVIATIONS.

B. UNLESS NOTED OTHERWISE, NEW DEVICES SHALL

REPLACE EXISTING DEVICES IN SAME LOCATION.

EXISTING WIRING, ADDRESS POINTS, AND

PROGRAMMING SEQUENCES TO BE RETAINED.

KEYED NOTES:

1. PROVIDE NEW DEVICE AS SHOWN TO IMPROVE

AUDIO AND VISUAL ALARM NOTIFICATION.

2. NOTED ANNUNCIATOR SHALL BE A REMOTE

COMMAND CENTER WITH MICROPHONE. REFER TO

SHEET FA401 FOR FIBER OPTIC INTERCONNECTION.

REMOTE COMMAND CENTER SHALL HAVE LIVE

VOICE OVERRIDE CAPABILITY WITH THREE LIVE

VOICE CHANNELS:

2.1. ALL SYSTEM (UNION STATION AND MBTA EAST

PLATFORM).

2.2. UNION STATION

2.3. MBTA EAST PLATFORM
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GENERAL NOTES:

A. SEE DRAWING E001 FOR LEGEND AND

ABBREVIATIONS.

B. UNLESS NOTED OTHERWISE, NEW DEVICES SHALL

REPLACE EXISTING DEVICES IN SAME LOCATION.

EXISTING WIRING, ADDRESS POINTS, AND

PROGRAMMING SEQUENCES TO BE RETAINED.

KEYED NOTES:

1. PROVIDE NEW DEVICE AS SHOWN TO IMPROVE

AUDIO AND VISUAL ALARM NOTIFICATION.
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GENERAL NOTES:

A. SEE DRAWING E001 FOR LEGEND AND

ABBREVIATIONS.

B. UNLESS NOTED OTHERWISE, NEW DEVICES SHALL

REPLACE EXISTING DEVICES IN SAME LOCATION.

EXISTING WIRING, ADDRESS POINTS, AND

PROGRAMMING SEQUENCES TO BE RETAINED.

KEYED NOTES:

1. PROVIDE NEW DEVICE AS SHOWN TO IMPROVE

AUDIO AND VISUAL ALARM NOTIFICATION.

2. NEW FIRE ALARM SPEAKER/STROBE TO REPLACE

EXISTING STROBE-ONLY DEVICE.  EXISTING

STROBE WIRING AND PROGRAMMING SEQUENCE

TO BE RETAINED. PROVIDE NEW SPEAKER WIRING.

3. EXISTING BEAM DETECTORS TO REMAIN IN SAME

LOCATION. REPLACE DETECTOR MODULE THAT

MONITORS ALL BEAM DETECTORS ALONG THIS

WALL.

4. EXISTING RADIO MASTER BOX. PROVIDE NEW

ANTENNA WIRING AND GROUND.

SEE THIS DRAWING FOR CONTINUATION
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REMOVE FIBER FROM TERMINAL BOX

TO FIRE ALARM CONTROL PANEL

RUN FIBER IN CONDUIT FROM TERMINAL BOX

TO FIRE ALARM REMOTE COMMAND CENTER

EXISTING FIBER OPTIC TERMINAL BOX

RUN FIBER IN CONDUIT FROM  FIRE ALARM

REMOTE COMMAND CENTER TO EXISTING

FIRE ALARM CONTROL PANEL

ALL AUDIO/VISUAL AND VISUAL ONLY NOTIFICATION

DEVICES NOT REPLACING EXISTING SHALL BE

WIRED TO THE NEW TRANSPONDER WITH AMPLIFIERS.

TRANSPONDER TO HAVE 20% SPARE CAPACITY
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